
 Does the system have 

a total piping volume 

>17 cubic feet? 

Does the piping fall 

under ASME 31.9? 

Equipment permitted to start (if applicable) and all 

documentation to be submitted in company job file 

for review and audit 

Piping completed and tested; Construction 

Data Report for Piping Systems Other Than 

ASME B31.9 is signed by Inspector 

Has the owner requested 

Department of Labour 

inspection? 

Piping completed, Owner and 

Installer to sign “Construction Data 

Report for B31.9 piping” forward 

completed form to the Area 

Inspector 

 Submit “Construction 

Data Report for B31.9 

Piping Systems” and 

traveller to Area 

Inspector 

 Piping greater than 17 

cubic feet must be 

registered as per CSA 

B51 

 Submit “Construction Data 

Report for Piping Systems 

Other Than ASME B31.9” 

to DOL, and a traveller to 

Area Inspector 

Yes 

Yes 

No 

Flow Chart for Installation of Piping Systems 

No 

Yes No 


